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NOTES:
1. METER AND METER COUPLINGS ARE TO BE FURNISHED BY LCWSA

AND INSTALLED BY THE PLUMBER. METER AND COUPLINGS ARE
AVAILABLE FOR PICK-UP AT 1997 D'ANGELO DR, LAKEVILLE,
TELEPHONE 585-346-3523.

METERS MUST BE MOUNTED HORIZONTALLY AND SET IN A HEATED
LOCATION THAT IS READILY ACCESSIBLE FOR REPAIR, READING AND
REPLACEMENT. METERS CAN NOT BE LOCATED IN CRAWL SPACES,
CEILINGS OR IN CONFINED SPACES.

THE AUTHORITY WILL INSPECT THE METER INSTALLATION PRIOR TO
START OF WATER SERVICE.

A BACKFLOW PREVENTION DUAL CHECK VALVE IS REQUIRED ON ALL
WATER SERVICES 1" AND SMALLER.

PIPE AND APPURTENANCES ARE TO BE ADEQUATELY RESTRAINED,
BRACED AND SUPPORTED. ALL WORK AND MATERIALS SHALL BE IN
CONFORMANCE WITH APPLICABLE FEDERAL, STATE AND LOCAL
PLUMBING CODES.
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