COVER TO BE
MARKED "WATER"

FINISHED GRADE.
A== =—=7/=\ 2 PIECE VALVE BOX, MARKED
"WATER" (SCREW TYPE)
. GATE VALVE SHALL BE RESILIENT
N GRIP RING PIPE SEAT (OPEN LEFT) NON-RISING
Q RESTRAINER, STEM WITH STAINLESS STEEL
= (TYP.) FASTENERS
S
5 NYSDOT #2 WASHED
w.
" STONEORSAND

- MECHANICAL JOINT
ﬂ[@ WATER MAIN

l UNDISTURBED EARTH

GATE VALVE

8"x8"x16" SOLID CONCRETE
BLDG. BLOCK

LIVINGSTON COUNTY WATER
NOTES: AND SEWER AUTHORITY

1. THE VALVE BOX SHALL BE BACKFILLED SO THAT IT DOES
NOT REST ON THE VALVE HOUSING.

2. ALL BOLTS AND NUTS SHALL BE FLUOROCARBON COATED GATE VALVE DETAIL
(BLUE).
3. VALVE SHALL BE WRAPPED WITH 6 MIL. THICK NOT TO SCALE
POLYETHYLENE 2' BEYOND END OF VALVE. 'SSUED
JUNE 1998
REVISED W=04
MAY 2025




