HYDRANT 5.5' BURY HYDRANT
TO BE INSTALLED FACING
HIGHWAY
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3000 PSI CONC. CRADLE LENGTH ALONG MAIN

LIVINGSTON COUNTY WATER
AND SEWER AUTHORITY

PARALLEL FIRE

NOTES: HYDRANT ASSEMBLY
1. FOR PARALLEL BLOW-OFF HYDRANT ROTATE TEE 45° DOWN NOT TO SCALE
FROM THE HORIZONTAL AXIS. USE 6' BURY HYDRANT. SSUED
7. ALL HYDRANTS SHALL BE KENNEDY K81 UNLESS PRIOR JUNE 1998 W—06
APPROVAL IS GRANTED BY LCWSA. REVISED MAY 2025




